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Background 

 
Andover High School, located at 80 Shawsheen Road has 

approximately 1760 students between grades nine through 

twelve. The building covers a floor area of 343,522 square feet 

and has outdoor fields and practice areas, including a football 

field, soccer fields, baseball fields, softball fields, tennis courts, a 

track and long jump facilities. Classrooms, labs, gyms, locker 

rooms, a TV studio, an auditorium and cafeteria are located on 

four stories. The auditorium in particular (the Collins Center) is 

used by the Town of Andover for public events, but does not 

have an accessible entrance from the nearest parking lot. There 

is one main ground level entrance to the school that has minor 

accessibility issues. Students also use the Field House entrance 

to access the gym. This entrance has minor accessibility issues. 

At the time of the survey, due to parking lot construction, the only 

accessible route to the Collins Center involved entering the high 

school, taking an elevator to the second floor and then navigating 

a series of ramps. The accessible parking spaces closest to the 

auditorium and accessible route were unable to be assessed 

because they were blocked off. 

 

 

Key Accessibility Issues 

Parking 

There are three parking lots, two of which are primarily used by 

the public while the other is used primarily by teachers and staff. 

The staff parking lot is located by the tennis court and has three 

accessible parking spaces. Three additional accessible parking 

spaces must be provided in this lot. The parking lot on the 

southeast side has four accessible parking spaces but one 

additional accessible parking space must be provided in this lot.  

 

 

Accessible Routes to Sports Facilities 

Exterior sports facilities at the school include two softball fields, 

two baseball fields, a track and a football practice field, a long 

jump course, two soccer fields and seven tennis courts. No 

accessible route is provided to the softball fields, baseball field or 

football practice field on the southeast side of the school. The 

accessible route to the west baseball field has an excessive 

slope. The route to the southwest soccer field is inaccessible with 

an excessive slope of 22% and the route is not firm, stable and 

slip-resistant. Due to the excessive slope, it may not be feasible 

to provide an accessible route to this particular soccer field.  

 

Assistive Listening System 

Major accessibility issues include the lack of assistive listening 

devices for the Auditorium. 

 

Doors 

Typical of buildings of this vintage, many doors throughout the 

school, including toilet room and classroom doors, are lacking 

maneuvering clearance.  

 

Signage 

Compliant egress signage is missing at exit doors throughout the 

school. Destination signs at several classrooms and toilet rooms 

are noncompliant.  

 

Classrooms 

One cooking classroom should be made completely accessible 

including the cooktop, cooktop controls, sink and microwave. 

Sinks in classrooms including art and graphic design lack 

adequate toe and knee clearance  

 

Laboratories 

There are no accessible workspaces, fume hoods, sinks, 

emergency showers or eye wash stations at any of the 

laboratories. One fully accessible laboratory is required for 

Biology and one for Chemistry. A fully accessible laboratory 

includes an accessible workspace, fume hood, sink, emergency 

shower and eye wash station. Other components such as hooks 
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and environmental controls should be provided within the reach 

range.  

 

Lockers 

There are no accessible lockers provided in any of the locker 

rooms for the various sports programs offered, including the main 

Boys and Girls Locker Rooms. In addition, of the 1653 lockers 

provided in the corridors, none are accessible.  

 

Toilet Rooms 

Multiuser toilet rooms are located on all levels although many 

have severe accessibility barriers. In one women’s room, due to 

the number of compartments, an ambulatory compartment is 

required but not provided. There is a lack of wheelchair 

accessible toilet compartments in the boy’s and girl’s locker 

rooms, lack of accessible benches in the boy’s and girl’s locker 

rooms, lack of compliant faucet hardware in the boy’s and girl’s 

locker rooms, lack of compliant showers in the boy’s and girl’s 

locker rooms, exposed pipes in many toilet rooms, and three 

men’s rooms with all of the urinal rims located higher than 17 

inches above the finish floor. Several single user toilet rooms 

have toilets with noncompliant centerlines and doors with 

malfunctioning self-closing hinges. In addition, almost all toilet 

rooms have dispensers that are protruding objects in the path of 

travel.  

 

Additional Accessibility Issues 

 Several curb ramps have excessive slopes and other issues.  

 Lack of compliant work surfaces in classrooms. (We 

recommend having on hand some accessible work surfaces 

in storage for students who need them.) 

 Visible hall signals are not provided at the elevator.  

 Many stairwells act as protruding objects in the path of travel. 

 There is no accessible dining surface for exterior seating by 

the cafeteria.  

 The auditorium does not provide the minimum 5% of aisle 

seats identified by a sign or marker of the international symbol 

of accessibility and have folding or retractable armrests.  

 No accessible seating is provided at the outdoor bleachers by 

the track and field.** 

 

IHCD Order of Magnitude Cost Estimates 
 

 Accessible routes (exterior): $1,334 

 8 curb ramp repairs: $10,200 

 Accessible parking spaces: $1,400 

 Accessible routes (interior): $3,862 

 Ramp renovations: $7,696 

 Adding visible hall signals to elevator (3 levels): $2,340 

 Accessible handrails at 3 stairs: $2,941 

 11 automatic door openers: $14,608 

 Door hardware, maneuvering clearance, threshold and 

smooth surfaces: $3,179 

 Accessible dining and work surfaces: $1,350 

 Assistive listening devices for auditorium: $9,865 

 Signage (cost for 36 interior designation and directional 

signs): $4,500 

 Accessible lockers and benches in locker rooms: $107,388 

 Laboratory renovations for work surfaces and fume hoods in 1 

biology and 1 chemistry lab: $10,000 

 Toilet room renovations: $65,063 

 Modifying 2 drinking fountains: $1,944 

 Classroom sink and appliance renovation: $8,135 

 Sports facility renovations, including accessible routes to 

areas of sports activity: $12,834** 

 Miscellaneous corrective actions (counters, operable parts): 

$1,330 

 

IHCD Total: $ 269,969* 

Town of Andover Low Cost Estimate: $753,200 

Town of Andover High Cost Estimate: $789,200 

 

*Note: IHCD has partnered with RS Means for the two editions of 

RS Means ADA Cost Catalog - in the early 90s and in 2004; the 

order-of-magnitude cost estimates provided here are based on 

the 2015 updates. We recommend adding 20 percent to the total 

number. Given the current competitive contracting climate, it 

seems wise to assume the higher estimation even for order-of-

magnitude cost estimation. 

 

** The cost of the making the bleachers at the football field 

accessible is beyond the scope of this project. Solutions to 

improving the viewing angles of people using wheelchairs could 

include temporary ramps.  

 
Universal Design Recommendations 
 

o Consider implementing a strategy to enhance wayfinding in 

this complex building using color, lighting and signage.  

o Although there is an accessible route to the gymnasium, 

consider providing signage to the accessible route at the 

inaccessible route (staircase). In addition to one fully 

accessible laboratory each for Biology and Chemistry, 

consider making one of the other four laboratories fully 

accessible as well.  

o The standards speak to accommodating students who are 

wheelchair users in labs.  Given the wide range of other 

conditions that could prevent a student from access to labs, 

we recommend this guide: 
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https://advance.cc.lehigh.edu/sites/advance.cc.lehigh.edu/file

s/accommodating.pdf 

 

 

http://www.ihcdesign.org/
mzappala
Typewritten Text
2017 Institute for Human Centered Design ADA Study of Existing Andover High School



    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

Priority 1 - Approach and Entrance

A.  Accessible Route (Exterior)

1"D. Surface openings > 1/2"A.  Accessible
Route
(Exterior)

2152Exit 16 by 215 Walkway Repair 1" gap by exit door. 1 Labor

$0

1

$250

-
22%

F. Route surface not stable, firm, and slip-resistant
G. Running slope > 1:20

A.  Accessible
Route
(Exterior)

Ext.Route to
Southwest
Soccer Field

Walkway It may be technically infeasible to provide
access to this soccer field. Ensure there is
an accessible route to the Northwest
soccer field.

1 0

$0

2

$2000 - 4000

6.2%G. Running slope > 1:20A.  Accessible
Route
(Exterior)

Ext.Route from
Accessible
Parking to Field
House Entrance
/ Exit 4

Walkway Reduce running slope to be no steeper
than 1:20.

1 390

$390

3

$6000 - 8000

5.6%G. Running slope > 1:20A.  Accessible
Route
(Exterior)

Ext.Route to West
Ballfield From
Visitor Parking
by Collins
Center

Walkway Reduce running slope to be no steeper
than 1:20.

1 390

$390

4

$5000 - 8000

4.3%H. Cross slope > 1:48A.  Accessible
Route
(Exterior)

Ext.Entrance to
Track and
Football

Walkway Reduce cross slope to be no steeper than
1:50. (Cost based on a 20' long asphalt
road).

1 260

$260

5

$4000 - 6000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

3"I. Changes in level > 1/4"A.  Accessible
Route
(Exterior)

2152Exit 15 by 215 Walkway Alter change in level to be 1/4" high max. 1 98

$98

6

$4000 - 5000

1"I. Changes in level > 1/4"A.  Accessible
Route
(Exterior)

Ext.West Baseball
Field Dugout on
East

Playground Alter change in level to be 1/4" high max. 1 98

$98

7

$3000 - 5000

1"I. Changes in level > 1/4"A.  Accessible
Route
(Exterior)

Ext.West Baseball
Field Dugout on
West

Playground Alter change in level to be 1/4" high max. 1 98

$98

8

$3000 - 5000

B.  Curb Ramp

9.9%B. Running slope at curb ramp > 1:12B.  Curb RampExt.Crosswalk to
Tennis Courts

N/A Reduce running slope to be no steeper
than 1:12 (8.33%).

1 1440

$1440

9

$4000 - 6000

13.7%B. Running slope at curb ramp > 1:12B.  Curb RampExt.Curb Ramp at
Accessible
Parking at
Tennis Courts

N/A Reduce running slope to be no steeper
than 1:12 (8.33%).

1 1440

$1440

10

$2000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

14%B. Running slope at curb ramp > 1:12B.  Curb RampExt.Route to West
Ballfield from
Visitor Parking
by Collins
Center

N/A Reduce running slope to be no steeper
than 1:12 (8.33%).

1 1440

$1440

11

$3000 - 5000

15.9%
3.4%

B. Running slope at curb ramp > 1:12
C. Cross slope > 1:48

B.  Curb RampExt.Rotary
Crosswalk on
Route to Lovely
Field

N/A Reduce running slope to be no steeper
than 1:12 (8.33%).
Reduce cross slope to be no steeper than
1:50.

1 1440

$1440

12

$4000 - 6000

11.8%
-

B. Running slope at curb ramp > 1:12
D. Surface not stable/firm/slip-resistant at curb ramps

B.  Curb RampExt.East Crosswalk
on Route to
Lovely Field

N/A Reduce running slope to be no steeper
than 1:12 (8.33%).
Repair surface.

1 1440

$1440

13

$2000

10.8%
-

B. Running slope at curb ramp > 1:12
D. Surface not stable/firm/slip-resistant at curb ramps

B.  Curb RampExt.Rotary
Crosswalk on
Route to Lovely
Field

N/A Reduce running slope to be no steeper
than 1:12 (8.33%).
Repair surface.

1 1440

$1440

14

$2000

-D. Surface not stable/firm/slip-resistant at curb rampsB.  Curb RampExt.Parking Lot
Crosswalk on
West on Route
to Lovely Field

N/A Repair surface. 1 120

$120

15

$2000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

6.9%G. Counter slope at curb ramp > 1:20B.  Curb RampExt.Front Bus
Entrance

N/A Reduce slope to be no steeper than 1:20
(5.00%).

1 1440

$1440

16

$3000 - 5000

C.  Off-Street Parking Spaces

133
4
-

A. Total # of parking spaces
B. Total # of designated accessible spaces
C. Minimum number of spaces not provided

C.  Off-Street
Parking
Spaces

Ext.Lot by Field
House Exits 4
and 5 and
Softball Fields

Guest /
Visitor

For the number of parking spaces in this
lot, a total of 5 accessible spots are
required, where only 4, including one van
accessible are currently provided. The cost
is estimated based on a rate of 350/space
and sign for 1 car space.

1 350

$350

17

$3000

190
3
-

A. Total # of parking spaces
B. Total # of designated accessible spaces
C. Minimum number of spaces not provided

C.  Off-Street
Parking
Spaces

Ext.Parking by
Tennis Courts

Guest /
Visitor

For the number of parking spaces in this
lot, a total of 6 accessible spots are
required, where only 3, including 2 van
accessible, are currently provided. The
cost is estimated based on a rate of
350/space and sign for three spaces.

1 1050

$1050

18

$5000

55"N. Sign < 60" above surfaceC.  Off-Street
Parking
Spaces

Ext.Lot by Field
House Exits 4
and 5 and
Softball Fields

Guest /
Visitor

Adjust sign to be 60" min. above the
ground. Include the International Symbol
of Accessibility, and designate "van
accessible" spaces.

1 Labor

$0

19

$150

G.  Entrance

5.3J.  Maneuvering clearance > 1:48G.  EntranceL1Field House
Entrance / Exit 4

Secondary
entrance

Reduce slope to be no steeper than 1:50
(2.00%) in all directions.

1 254

$254

20

$4000 - 8000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

H.  Emergency Exit

-
-

A.  Exit not on an accessible route
O. No tactile and Braille signage provided at exit

H.  Emergency
Exit

2372Exit 18 by 237 N/A Provide signage with tactile and braille at
exit door. Clear furniture from egress
route.

1 125

$125

21

$350

-O. No tactile and Braille signage provided at exitH.  Emergency
Exit

139L1Alarmed Exit
Corridor by 139

N/A Provide signage with tactile and braille at
exit door.

1 125

$125

22

$350

Priority 2 - Access to Goods and Services

A. Accessible Route (Interior)

9"E. Obstructed by protruding objectsA. Accessible
Route
(Interior)

LI-02
LI-03

1Fitness Center
by Exit 10

N/A Relocate paper towel dispenser to be out
of the path of travel.
Ensure all dispensers and fire alarm cages
do not act as protruding objects in the path
of travel.

2 Labor

$0

23

$

60.4"E. Obstructed by protruding objectsA. Accessible
Route
(Interior)

2712Corridor by 271 N/A Provide a cane detectable barrier at
underside of stair.

1 510

$510

24

$250

65"E. Obstructed by protruding objectsA. Accessible
Route
(Interior)

2702Library N/A Provide a cane detectable barrier at
underside of stair.

1 510

$510

25

$250
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

8"E. Obstructed by protruding objectsA. Accessible
Route
(Interior)

3203Classroom N/A Relocate shelf to be out of the path of
travel.

1 Labor

$0

26

$200

76.5"E. Obstructed by protruding objectsA. Accessible
Route
(Interior)

375-013Cooking
Classroom

N/A Relocate projector to be out of the path of
travel.

1 Labor

$0

27

$400

18.2"E. Obstructed by protruding objectsA. Accessible
Route
(Interior)

Ext.West Baseball
Field Dugout on
West

N/A Provide a cane detectable barrier. 1 132

$132

28

$250

9.5"E. Obstructed by protruding objectsA. Accessible
Route
(Interior)

C13L1Band Room N/A Relocate paper towel dispenser to be out
of the path of travel.

1 Labor

$0

29

$100

-F. Route surface not stable, firm, and slip-resistantA. Accessible
Route
(Interior)

2702Library Entrance N/A Install an ADA-compliant walk-off mat. 1 160

$160

30

$500
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
12"

F. Route surface not stable, firm, and slip-resistant
I. Changes in level > 1/4"

A. Accessible
Route
(Interior)

143L1Andover TV
Studio

N/A Remove 12" high platform and remove
electrical cords from the path of travel.

1 Labor

$0

31

$1500

-K. Clear width < 36"A. Accessible
Route
(Interior)

2372Exit 18 by 237 N/A Ensure that a clear width of 36" min. is
maintained at the accessible route.
Remove boxes and other equipment
blocking the clear width.

1 Labor

$0

32

$200

24.5"K. Clear width < 36"A. Accessible
Route
(Interior)

Ext.West Home
Locker Room by
Football Field
Toilet Room
(Same at
Visiting Locker
Room)

N/A Ensure that a clear width of 36" min. is
maintained at the accessible route.
Remove shelves/furnishings that obstruct
that route. (Route is allowed to narrow to
32" for 24" of depth.)

2 Labor

$0

33

$400

-M. Vertical clearance > 27" < 80"A. Accessible
Route
(Interior)

2352Stair by 235 N/A Provide a cane detectable barrier at
underside of stair.

1 510

$510

34

$250

M. Vertical clearance > 27" < 80"A. Accessible
Route
(Interior)

2372Stair J across
from 237

N/A Provide a cane detectable barrier on
underside of stair.

1 510

$510

35

$250
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-M. Vertical clearance > 27" < 80"A. Accessible
Route
(Interior)

131L1Stairwell 1 by
131

N/A Provide a cane detectable barrier at
underside of stair.

1 510

$510

36

$250

-M. Vertical clearance > 27" < 80"A. Accessible
Route
(Interior)

L1Cafeteria N/A Provide a cane detectable barrier at
underside of stairs.

2 510

$1020

37

$250

B.  Ramp (Interior)

9.1%B. Running slope at ramp > 1:12B.  Ramp
(Interior)

2Ramp to
Auditorium

Straight Reduce running slope to be no steeper
than 1:12 (8.33%).

1 2952

$2952

38

$15000 -
20000

8.4%B. Running slope at ramp > 1:12B.  Ramp
(Interior)

2Ramp to
Auditorium -
Second Ramp
up

Straight Reduce running slope to be no steeper
than 1:12 (8.33%).

1 2952

$2952

39

$15000 -
20000

-J. Handrails not continuous where requiredB.  Ramp
(Interior)

2Ramp to
Auditorium

Multi-leg The bottom handrail is currently not
continuous. Provide continuous handrails
for the length of ramp runs.

1 1792

$1792

40

$3500
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

C. Elevator

-C. Visible hall signals not providedC. Elevator1Elevator by Stair Full Size Add visible hall signals to three stories (1,
L1, L)

1 2340

$2340

41

$4000

E. Stairway (Interior)

-
-

K. Handrails have non-compliant cross section
L. Handrails do not extend 12" from stairs

E. Stairway
(Interior)

377-013Stair 4 Egress Provide handrails with a compliant cross
section. Replace both handrails and
ensure that new handrails have top and
bottom extensions: Top: Ensure handrails
extend horizontally above the landing for
12” min. beginning above the first riser
nosing. Bottom: Ensure handrails extend
to one tread depth beyond the last riser.

2 1232

$2464

42

$4000

-L. Handrails do not extend 12" from stairsE. Stairway
(Interior)

131L1Stairwell 1 by
131

Egress At the bottom handrail on the right ensure
it has an extension that extends one tread
depth beyond the last riser.

1 159

$159

43

$3000

1L. Handrails do not extend 12" from stairsE. Stairway
(Interior)

L1Stair 4 or L Egress At the bottom handrail on the left ensure it
has an extension that extends one tread
depth beyond the last riser.

1 159

$159

44

$3000

F.  Door

2"C. Maneuvering clearance not providedF.  Door2072Women's Toilet
Room by 207

Toilet Room Provide an automatic door opener. 1 1328

$1328

45

$5000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-C. Maneuvering clearance not providedF.  Door2152Exit 15 by 215 Emergency
Egress

Provide an automatic door opener. As it is
an emergency egress door, standby power
on the power operator is required.

1 1328

$1328

46

$5000

-C. Maneuvering clearance not providedF.  Door3043Men's Toilet
Room

Toilet Room Provide an automatic door opener. 1 1328

$1328

47

$5000

-C. Maneuvering clearance not providedF.  Door3443Women's Toilet
Room

Toilet Room Provide an automatic door opener. 1 1328

$1328

48

$5000

3.5"C. Maneuvering clearance not providedF.  DoorExt.Single User
Toilet Room
across from
Exterior Locker
Rooms

Toilet Room Provide an automatic door opener. 1 1328

$1328

49

$5000

2"
11 lbs.

C. Maneuvering clearance not provided
K. Door requires > 5 pounds of force to open

F.  Door2012Men's Toilet
Room by 201

Toilet Room Provide an automatic door opener. 1 1328

$1328

50

$5000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
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      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

16.45"D. Maneuvering clearance at recess > 8"F.  Door2412Classroom Classroom/
Lab

Provide an automatic door opener. 1 1328

$1328

51

$5000

-D. Maneuvering clearance at recess > 8"F.  DoorL1Men's Toilet
Room by
Auditorium

Toilet Room Provide an automatic door opener. 1 1328

$1328

52

$5000

-D. Maneuvering clearance at recess > 8"F.  DoorL1Women's Toilet
Room by
Auditorium

Toilet Room Provide an automatic door opener. 1 1328

$1328

53

$5000

10"D. Maneuvering clearance at recess > 8"F.  Door113L1Classroom Emergency
Egress

Provide an automatic door opener. As it is
an emergency egress door, standby power
on the power operator is required.

1 1328

$1328

54

$5000

-D. Maneuvering clearance at recess > 8"F.  DoorC07L1Dressing Room Assembly
Space

Provide an automatic door opener. 1 1328

$1328

55

$5000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

6.4%E. Maneuvering clearance > 1:48F.  DoorExt.East Entrance to
Track and
Football

Circulation Reduce slope to be no steeper than 1:50
(2.00%) in all directions at one entry gate
minimum.

1 254

$254

56

$800

5.4%E. Maneuvering clearance > 1:48F.  DoorExt.West Home
Locker Room by
Football Field

Circulation Reduce slope to be no steeper than 1:50
(2.00%) in all directions.

1 254

$254

57

$4000

-I.  Hardware not operable with close fistF.  Door102-05L1Athletic Training
on Boy's Locker
Room Side

Assembly
Space

Provide hardware that can be operable
with one hand and not require tight
grasping, pinching, or twisting of the wrist.

1 240

$240

58

$1000

-I.  Hardware not operable with close fistF.  DoorL1Pizza Room in
Cafeteria

Circulation Provide hardware that can be operable
with one hand and not require tight
grasping, pinching, or twisting of the wrist.

1 240

$240

59

$1000

-
1"

I.  Hardware not operable with close fist
L. Threshold > 1/2" (MAAB)

F.  Door143-02L1Andover TV
Studio

Classroom/
Lab

Provide hardware that can be operable
with one hand and not require tight
grasping, pinching, or twisting of the wrist.
Alter threshold to be 1/2" high max.

1 385

$385

60

$1000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

P. Smooth surface not provided at bottom of gateF.  DoorExt.East Entrance to
Track and
Football

Other Swinging door and gate surfaces within 10
inches of the ground measured vertically
shall have a smooth surface on the push
side extending the full width of the door or
gate. Provide a push plate at the bottom of
each entry gate.

3 388

$1164

61

$2000

P. Smooth surface not provided at bottom of gateF.  DoorExt.Tennis Courts
Entry

Other Swinging door and gate surfaces within 10
inches of the ground measured vertically
shall have a smooth surface on the push
side extending the full width of the door or
gate.

1 388

$388

62

$1000

G. Service Counter

36.7"D. Counter > 36" highG. Service
Counter

L31Counter
between
Women's and
Men's Toilet
Rooms

N/A The height of the counter from the ground
is not compliant but it is usable.

1 0

$0

63

$2500

43.8"D. Counter > 36" highG. Service
Counter

L1Cafeteria N/A Redesign the counter to be compliant. 1 425

$425

64

$3500

45.8"D. Counter > 36" highG. Service
Counter

C14L1Ticket Counter
by Entrance /
Exit 25

N/A Redesign the counter to be compliant. 1 425

$425

65

$3500
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

H. Dining or Work Surface

68
0
-
-

B. Number of seating spaces
C. Number of accessible seating spaces
D. At least 5% accessible spaces not provided
H. Toe or knee clearance at tables not provided

H. Dining or Work
Surface

Ext.Outdoor
Cafeteria
Seating Area

Dining
surface

Ensure that at least 5% (minimum one) of
dining/work surface are accessible.
Provide at least 1 dining/work surface (or
ensure that 5% of dining/work surfaces)
have toe and knee clearance.

1 350

$350

66

$5000

-
-

D. At least 5% accessible spaces not provided
E. Top of dining/work surfaces < 28" or > 34"

H. Dining or Work
Surface

L1Cafeteria Dining
surface

Provide at least 5% (minimum one) dining
or work surfaces with tops between
28"-34" above the floor and 27" clear
height underneath.

1
500

$500

67

$1000

36.5"
24"

E. Top of dining/work surfaces < 28" or > 34"
H. Toe or knee clearance at tables not provided

H. Dining or Work
Surface

113L1Classroom Work
surface

Provide at least 5% (minimum one) dining
or work surfaces with tops between
28"-34" above the floor and 27" clear
height underneath.
Provide at least 1 dining/work surface (or
ensure that 5% of dining/work surfaces)
have toe and knee clearance.

1 500

$500

68

$5000

I.  Assembly Area

1203
8
-

A. Number of fixed seats
B. Number of designated wheelchair spaces
L. Designated aisle seats < 5%

I.  Assembly AreaC152Auditorium N/A At least 5% of the total number (6 out of
108) of aisle seats provided must be
identified by a sign or marker and have
folding or retractable armrests.

1 Furniture and
Installation

Cost

$0

69

$1000

-O. Assistive listening devices not providedI.  Assembly AreaC152Auditorium -
Orchestra
Seating

N/A If audible communication is integral to the
use of the space, provide an assistive
listening system.

1 9865

$9865

70

$15000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

J. Signage

-A. Not providedJ. Signage2182Women's Toilet
Room

Designation Locate room identification signage
alongside the door on the latch side.
Ensure sign has a compliant International
Symbol of Accessibility.

1 125

$125

71

$250

-A. Not providedJ. Signage2432Classroom Designation Locate room identification signage
alongside the door on the latch side.

1 125

$125

72

$250

-A. Not providedJ. Signage2702Library Entrance Designation Locate room identification signage
alongside the door on the latch side.

1 125

$125

73

$250

-A. Not providedJ. Signage270-042Men's Toilet
Room in Library

Designation Locate room identification signage
alongside the door on the latch side.

1 125

$125

74

$250

-A. Not providedJ. SignageC07
C10

L1Dressing Room
Toilet Room
C07, C10

Designation Locate room identification signage
alongside the door on the latch side.

2 125

$250

75

$500

Prepared by the Institute for Human Centered Design • www.IHCDesign.org • info@IHCDesign.org 3/24/2018Page 16

mzappala
Typewritten Text
2017 Institute of Human Centered Design ADA Study of Existing Andover High School

jdesantis
Typewritten Text
2017 Institute for Human Centered Design ADA Study of Existing Andover High School



    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-B. Raised characters not providedJ. Signage2592Clinic Toilet
Room

Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

76

$250

-B. Raised characters not providedJ. Signage261-162Guidance
Conference
Room

Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

77

$250

-B. Raised characters not providedJ. Signage2722Classroom Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

78

$250

-B. Raised characters not providedJ. Signage3563Women's Toilet
Room

Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

79

$250

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage1Emergency
Exits

Egress Provide text with raised characters
duplicated in Braille.

59 125

$7375

80

$14750
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage2222Classrooms -
222, 224, 228,
232

Designation Provide text with raised characters
duplicated in Braille.

4 125

$500

81

$1000

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage3043Men's Toilet
Room

Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

82

$250

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage3053Classrooms -
305, 307, 311,
313

Designation Provide text with raised characters
duplicated in Braille.

4 125

$500

83

$1000

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage375-013Cooking
Classroom

Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

84

$250

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage375-023Classroom Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

85

$250
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage377-013Stair 4 Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

86

$250

-B. Raised characters not provided
D. Braille not provided

J. SignageL1Men's Toilet
Room by
Auditorium

Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

87

$250

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage102-06L1Freshmen
Football Locker
Room

Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

88

$250

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage106L1Men's Toilet
Room by 106

Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

89

$250

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage113L1Classroom Egress Provide text with raised characters
duplicated in Braille.

1 125

$125

90

$250
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
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      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
-
-

B. Raised characters not provided
D. Braille not provided

J. Signage131L1Stairwell 1 by
131

Egress Provide text with raised characters
duplicated in Braille.

1 125

$125

91

$250

-
-

B. Raised characters not provided
D. Braille not provided

J. Signage102-11L1Boy's Soccer
Locker Room

Designation Provide text with raised characters
duplicated in Braille.

1 125

$125

92

$250

-
-
-

B. Raised characters not provided
D. Braille not provided
G. Sign not provided on the latch side of the door  on wall

J. Signage200-022Social Worker's
Office

Designation Provide text with raised characters
duplicated in Braille.
Locate signs at permanent rooms
alongside the door on the latch side.

1 125

$125

93

$250

-
-

B. Raised characters not provided
D. Braille not provided
H. Non glare finish and contrast not provided

J. Signage3443Women's Toilet
Room

Designation Provide text with raised characters
duplicated in Braille.
Provide signs with a non-glare finish with
characters that have a high contrast to the
background.

1 125

$125

94

$250

-
-
-

B. Raised characters not provided
D. Braille not provided
H. Non glare finish and contrast not provided

J. Signage3633Classroom Designation Provide text with raised characters
duplicated in Braille.
Provide signs with a non-glare finish with
characters that have a high contrast to the
background.

1 125

$125

95

$250
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    *IHCD Cost Estimate Notes:
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
-

B. Raised characters not provided
D. Braille not provided
O. International symbol of accessibility not provided

J. Signage3323Men's Toilet
Room

Designation Provide text with raised characters
duplicated in Braille.
Signs shall comply with 703.5 Visual
Characters and shall include the
International Symbol of Accessibility
complying with 703.7.2.1.

1 125

$125

96

$250

-
-

B. Raised characters not provided
G. Sign not provided on the latch side of the door  on wall

J. Signage2612Counseling Designation Provide text with raised characters
duplicated in Braille.
Locate signs at permanent rooms
alongside the door on the latch side.

1 125

$125

97

$250

-B. Raised characters not provided
H. Non glare finish and contrast not provided

J. Signage3363Men's Toilet
Room

Designation Provide text with raised characters
duplicated in Braille.
Provide signs with a non-glare finish with
characters that have a high contrast to the
background.

1 125

$125

98

$250

72"C. Raised characters < 48" or > 60 " above groundJ. Signage2322Classroom Designation Mount signs so that the  baseline of the
lowest tactile character is  48” min. above
finish floor and the baseline of the highest
tactile character is 60” max. above finish
floor.

1 Labor

$0

99

$250

-D. Braille not providedJ. Signage3053Stair G Egress Provide Braille. 1 125

$125

100

$250
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    *IHCD Cost Estimate Notes:
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-G. Sign not provided on the latch side of the door  on wallJ. SignageC13-01L1Single-user
Toilet Room in
Band Room

Designation Locate signs at permanent rooms
alongside the door on the latch side.

1 Labor

$0

101

$250

-H. Non glare finish and contrast not providedJ. Signage1Elevator Designation Provide signs with a non-glare finish with
characters that have a high contrast to the
background at the 'Push for Help' button.

1 125

$125

102

$250

-H. Non glare finish and contrast not providedJ. Signage2402Men's Toilet
Room

Designation Provide signs with a non-glare finish with
characters that have a high contrast to the
background.

1 125

$125

103

$250

-H. Non glare finish and contrast not providedJ. Signage131L1Men's Toilet
Room by
Cafeteria

Designation Provide signs with a non-glare finish with
characters that have a high contrast to the
background.

1 125

$125

104

$250

-H. Non glare finish and contrast not provided
O. International symbol of accessibility not provided

J. Signage2012Men's Toilet
Room by 201

Designation Provide signs with a non-glare finish with
characters that have a high contrast to the
background.
Signs shall comply with 703.5 Visual
Characters and shall include the
International Symbol of Accessibility
complying with 703.7.2.1.

1 125

$125

105

$250
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-H. Non glare finish and contrast not provided
O. International symbol of accessibility not provided

J. Signage2362Men's Toilet
Room

Designation Provide signs with a non-glare finish with
characters that have a high contrast to the
background.
Signs shall comply with 703.5 Visual
Characters and shall include the
International Symbol of Accessibility
complying with 703.7.2.1.

1 125

$125

106

$250

-H. Non glare finish and contrast not provided
O. International symbol of accessibility not provided

J. Signage2502Women's Toilet
Room

Designation Provide signs with a non-glare finish with
characters that have a high contrast to the
background. After the toilet room is made
compliant provide a sign with the
International Symbol of Accessibility. Signs
shall comply with 703.5 Visual Characters
and shall include the International Symbol
of Accessibility complying with 703.7.2.1.

1 125

$125

107

$250

-M. Directional sign to access. bathroom not providedJ. Signage270-03
270-04

2Women's and
Men's Toilet
Rooms in
Library

Directional/
Informationa
l

Provide a sign indicating the location of the
nearest accessible toilet room.

2 125

$250

108

$500

-M. Directional sign to access. bathroom not providedJ. Signage3363Men's Toilet
Room

Directional/
Informationa
l

Provide a sign indicating the location of the
nearest accessible toilet room.

1 125

$125

109

$250

-O. International symbol of accessibility not providedJ. Signage252-022Women's
Accessible
Toilet Room

Designation Signs shall comply with 703.5 Visual
Characters and shall include the
International Symbol of Accessibility
complying with 703.7.2.1.

1 125

$125

110

$250
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    *IHCD Cost Estimate Notes:
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

K. Operable parts

-B. Clear floor space not providedK. Operable parts1Main Entrance Other Provide a 30" min. by 48" min. clear floor
space at the automatic door opener
button.

1 Labor

$0

111

$250

56"C. Reach < 15" or > 48"(forward/side approach)K. Operable parts1Main Entrance Other Relocate element so that controls are
between 15" - 48" above finish floor.

1 Labor

$0

112

$250

56.9"
-

D. Side reach >54" (MAAB)K. Operable parts375-01,
373

3Cooking
Classrooms

Other Ensure that one cooking classroom is
made compliant - our recommendations
are for 373. Relocate microwave so that
controls are between 15" - 48" above finish
floor.

1 Labor

$0

113

$250

-H. Not operable with closed fistK. Operable partsLI-02
LI-03

1Fitness Center
by Exit 10

Other Provide hardware that can be operable
with one hand and not require tight
grasping, pinching, or twisting of the wrist.

2 240

$480

114

$1000

L. Locker Room

52
0
-

65"
-

9.5"

A.  Total # of locker
B. Total # of accessible locker
C. 5% Accessible not provided
F. Storage > 48" height
K. Back support not provided
M. Seat <20" or >24" deep

L. Locker Room101-09L1Girl's Soccer
Locker Room

Locker
room,
women's

Provide at least 3 accessible lockers (or
ensure 5% of all lockers are accessible
and no higher than 48 inches above the
floor).
Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.
Provide a bench that is 42" long min and
20" - 24" deep max.

1 2574
Labor

$2574

115

$5000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

41
0
-

65"
-

9.5"

A.  Total # of locker
B. Total # of accessible locker
C. 5% Accessible not provided
F. Storage > 48" height
K. Back support not provided
M. Seat <20" or >24" deep

L. Locker Room101-10L1Girl's XC - Cross
Country Locker
Room

Locker
room,
women's

Provide at least 3 accessible lockers (or
ensure 5% of all lockers are accessible
and no higher than 48 inches above the
floor).
Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.
Provide a bench that is 42" long min and
20" - 24" deep max.

1 2574
Labor

$2574

116

$5000

39
0
-

65"
-

9.5"

A.  Total # of locker
B. Total # of accessible locker
C. 5% Accessible not provided
F. Storage > 48" height
K. Back support not provided
M. Seat <20" or >24" deep

L. Locker Room101-11L1Girl's Field
Hockey Locker
Room

Locker
room,
women's

Provide at least 2 accessible lockers (or
ensure 5% of all lockers are accessible
and no higher than 48 inches above the
floor).
Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.
Provide a bench that is 42" long min and
20" - 24" deep max.

1 1824
Labor

$1824

117

$4000

1653
0
-
-
-

A.  Total # of locker
B. Total # of accessible locker
C. 5% Accessible not provided
F. Storage > 48" height
G. Non-compliant hardware

L. Locker Room111-01,
273,
381

L1Corridor by 111
-01, Corridor by
273, Corridor by
381

General Ensure that at least 5% of lockers are
accessible, and no higher than 48 inches
above the floor. Provide hardware that can
be operable with one hand and not require
tight grasping, pinching, or twisting of the
wrist. For a total of 1653 lockers, 83
accessible lockers are required.

1 62250

$62250

118

$10000

369
0
-
-

9.5"

A.  Total # of locker
B. Total # of accessible locker
C. 5% Accessible not provided
K. Back support not provided
M. Seat <20" or >24" deep

L. Locker RoomL1Girl's Locker
Room

Locker
room,
women's

Provide at least 19 accessible lockers (or
ensure 5% of all lockers are accessible) .
Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer with length
42" min and depth 20" - 24" max.

1 14574

$14574

119

$18000

31
0
-
-

9.5"

A.  Total # of locker
B. Total # of accessible locker
C. 5% Accessible not provided
K. Back support not provided
M. Seat <20" or >24" deep

L. Locker Room101-12L1Girl's Volleyball
Locker Room

Locker
room,
women's

Provide at least 2 accessible lockers (or
ensure 5% of all lockers are accessible) .
Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.
Provide a bench that is 42" long min and
20" - 24" deep max.

1 1824

$1824

120

$5000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

369
0
-
-

9.5"

A.  Total # of locker
B. Total # of accessible locker
C. 5% Accessible not provided
K. Back support not provided
M. Seat <20" or >24" deep

L. Locker Room102-01L1Boy's Locker
Room - Main

Locker
room, men's

Provide at least 19 accessible lockers (or
ensure 5% of all lockers are accessible) .
Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.
Provide a bench that is 42" long min and
20" - 24" deep max.

1 14574

$14574

121

$20000

58
0
-
-

9.5"

A.  Total # of locker
B. Total # of accessible locker
C. 5% Accessible not provided
K. Back support not provided
M. Seat <20" or >24" deep

L. Locker Room102-01L1Varsity + JV
Football Locker
Room

General Provide at least 3 accessible lockers (or
ensure 5% of all lockers are accessible) .
Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.
Provide a bench that is 42" long min and
20" - 24" deep max.

1 2574

$2574

122

$5000

74
0
-
-

9.5"

A.  Total # of locker
B. Total # of accessible locker
C. 5% Accessible not provided
K. Back support not provided
M. Seat <20" or >24" deep

L. Locker Room102-09L1Boy's Cross
Country Locker
Room

Locker
room, men's

Provide at least 4 accessible lockers (or
ensure 5% of all lockers are accessible) .
Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.
Provide a bench that is 42" long min and
20" - 24" deep max.

1 3324

$3324

123

$7500

62
-

A.  Total # of locker
K. Back support not provided

L. Locker Room102-11L1Boy's Soccer
Locker Room

Locker
room, men's

Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.

1 324

$324

124

$1000

-K. Back support not providedL. Locker Room102-06L1Freshmen
Football Locker
Room

Locker
room, men's

Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.

1 324

$324

125

$1000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
11"

K. Back support not provided
L. Seat is not 17"-19" high

L. Locker RoomExt.West Home
Locker Room by
Football Field

General Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.
Install a bench with the top of the seat
between 17"-19" above finish floor.

1 324

$324

126

$1000

-
9.5"

K. Back support not provided
M. Seat <20" or >24" deep

L. Locker Room102-04L1Boy's Locker
Room

Locker
room, men's

Provide at least one bench with back
support or that is affixed to a wall with
room on the side to transfer.
Provide a bench that is 42" long min and
20" - 24" deep max.

1 324

$324

127

$1000

M. Fitness Equipment

-B. Clear floor space not provided at equipmentM. Fitness
Equipment

LI-031Personal Fitness
Room by Exit 12

Fitness Provide a 36" min by 48" min. clear deck
space at one of each type of equipment.

1 Labor

$0

128

$0

O. Laboratory

-B. At least one (or 5%) acc. work surface not providedO. Laboratory223,
315,
321

3Biology
Classrooms
223, 315, 321

N/A Ensure that one Biology lab is fully
accessible. Alter so that 5% of work
surfaces (at least one) are 28" - 34" above
the floor with knee and toe clearance
positioned for a forward approach.

1 500

$500

129

$2000

36.3"B. At least one (or 5%) acc. work surface not providedO. Laboratory327,
331

3Chemistry Lab
327, 331

N/A Ensure that one Chemistry lab is fully
accessible. Alter so that 5% of work
surfaces (at least one) are 28" - 34" above
the floor with knee and toe clearance
positioned for a forward approach.

1 500

$500

130

$2000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-C. At least one (or 5%) acc. fume hood not providedO. Laboratory327,
331

3Chemistry Lab
327, 331

N/A Ensure that one Chemistry lab is fully
accessible.  Provide one accessible fume
hood.

1 4500

$4500

131

$8000

-
63.5"

C. At least one (or 5%) acc. fume hood not provided
J.  Environmental controls > 48”

O. Laboratory223,
315,
321

2Biology
Classrooms
223, 315, 321

N/A Ensure that one Biology lab is fully
accessible. Provide one accessible fume
hood. Relocate controls between 15" and
48" above finish floor.

1 4500

$4500

132

$8000

57"E. Emergency shower out of reach rangeO. Laboratory223,
315,
321

3Biology
Classrooms
223, 315, 321

N/A Ensure that one Biology lab is fully
accessible. Provide one accessible
emergency shower or lower the shower
pull to 48" max.

1 Labor

$0

133

$2000

58.2"E. Emergency shower out of reach rangeO. Laboratory327,
331

3Chemistry Lab
327, 331

N/A Provide one accessible emergency
shower or lower the shower pull to 48"
max.

1 Labor

$0

134

$2000

64.2"I.   Accessories  > 48”O. Laboratory3273Chemistry Lab N/A Lower controls and operable parts, such
as hooks to 48" max. above the floor.

1 Labor

$0

135

$1500

Priority 3 - Toilet or Bathing Rooms
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

A. Overall Access

-A. Toilet room not on an accessible routeA. Overall Access259-012Clinic Toilet
Room

Single-user, Remove boxes and other obstructions to
the accessible route. (Could not be
assessed.)

1 Labor

$0

136

$0

-
-

C. Accessible plumbing fixtures or stalls not providedA. Overall Access3043Men's Toilet
Room

Men's Provide one accessible wheelchair
compartment.

1 2,956

$2956

137

$10000

C. Accessible plumbing fixtures or stalls not providedA. Overall AccessExt.Men's Toilet
Room by
Exterior Locker
Room

Men's Provide one accessible wheelchair
compartment.

1 2,956

$2956

138

$10000

-C. Accessible plumbing fixtures or stalls not providedA. Overall AccessExt.West Home
Locker Room by
Football Field
Toilet Room
(Same at
Visiting Locker
Room)

Men's Remove the urinal and partition and
enlarge compartment to provide one
accessible wheelchair compartment that is
60" wide by 72" deep min. per MAAB
requirements.

2 4593

$9186

139

$15000

-C. Accessible plumbing fixtures or stalls not providedA. Overall Access2072Women's Toilet
Room by 207

Women's Provide one accessible wheelchair
compartment.

1 2,956

$2956

140

$10000
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    *IHCD Cost Estimate Notes:
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-C. Accessible plumbing fixtures or stalls not provided
E. Sign to accessible toilet not provided

A. Overall Access2402Men's Toilet
Room

Men's There are only 3 standard compartments
and 3 high urinals in this toilet room and
the door lacks maneuvering clearance.
Provide a directional sign indicating the
location of the nearest accessible toilet or
bathing room at the door to the toilet room.

1 125

$125

141

$250

-
-

C. Accessible plumbing fixtures or stalls not provided
E. Sign to accessible toilet not provided

A. Overall Access104L1Women Toilet
Room by 104

Women's Provide a directional sign indicating the
location of the nearest accessible toilet or
bathing room.

1 125

$125

142

$250

-
-

C. Accessible plumbing fixtures or stalls not provided
E. Sign to accessible toilet not provided

A. Overall Access106L1Men's Toilet
Room by 106

Men's Provide a directional sign indicating the
location of the nearest accessible toilet or
bathing room.

1 125

$125

143

$250

-
-
-

C. Accessible plumbing fixtures or stalls not provided
E. Sign to accessible toilet not provided
G. 6 fixtures, but no ambulatory stall provided

A. Overall Access3123Women's Toilet
Room

Women's Provide a directional sign indicating the
location of the nearest accessible toilet or
bathing room.

1 125

$125

144

$250

-C. Accessible plumbing fixtures or stalls not provided
H. Visible alarm not provided

A. Overall AccessExt.Women's Toilet
Room by
Exterior Locker
Room

Women's Provide one accessible wheelchair
compartment.
When fire system is updated, ensure that a
visible fire alarm is installed in each room.

1 3278

$3278

145

$10000
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-G. 6 fixtures, but no ambulatory stall providedA. Overall AccessL1Women's Toilet
Room by
Auditorium

Women's Provide one ambulatory accessible
compartment.

1 900

$900

146

$3000

-H. Visible alarm not providedA. Overall Access270-032Women's Toilet
Room in Library

Women's When fire system is updated, ensure that a
visible fire alarm is installed in each room.

1 322

$322

147

$2000

B. Lavatory

26.4"B. Toe or knee clearances not providedB. Lavatory3173Women's Toilet
Room by 317

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

1 723

$723

148

$5000

26.5"B. Toe or knee clearances not providedB. Lavatory3323Men's Toilet
Room
Accessible
Compartment

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

1 723

$723

149

$5000

26.4"B. Toe or knee clearances not providedB. Lavatory346-013Gender Neutral
Toilet Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

1 723

$723

150

$5000
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

26.3"B. Toe or knee clearances not providedB. Lavatory3563Women's Toilet
Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

1 723

$723

151

$5000

26.6"B. Toe or knee clearances not providedB. LavatoryL1Boy's Locker
Room - Main,
Accessible
Compartment

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

1 723

$723

152

$5000

26.2"B. Toe or knee clearances not providedB. LavatoryL1Girl's Locker
Room
Accessible
Compartment

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

1 723

$723

153

$5000

25.5"
-
-
-
-
-

B. Toe or knee clearances not provided
C. Lavatory rim or counter > 34"
D. Faucet not operable with closed fist
E. Exposed plumbing underneath
F. Mirror above lavatory w/ reflective surface > 40"
G. Dispensers not within reach range

B. LavatoryC07,
C09,
C10

L1Dressing Room
Toilet Room

N/A See record 173 for cost. Provide at least 1
lavatory with knee & toe clearance for a
forward approach with the front of the rim
or counter no higher than 34" and insulate
or otherwise configure pipes. Provide a
faucet that can be operable with one hand
& a closed fist. Lower mirror so that the
bottom surface is at 40" above finish floor.
Relocate dispenser to 42" max. high.

1 See toilet
room record
for Dressing
Room Toilet

Room for cost
of providing

one new acc.
single user

toilet.

$0

154

$4000

24.9"
-

B. Toe or knee clearances not provided
E. Exposed plumbing underneath

B. Lavatory2182Women's Toilet
Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

Insulate or otherwise configure pipes to
prevent contact, for at least one lavatory.

1 766

$766

155

$5000
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Floor RoomLocation Element Type Photo Issues Current
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EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

26.6"
-

B. Toe or knee clearances not provided
E. Exposed plumbing underneath

B. Lavatory135L1Women's Toilet
Room by
Cafeteria

Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

Insulate or otherwise configure pipes to
prevent contact, for at least one lavatory.

1 766

$766

156

$5000

25"
-
-

B. Toe or knee clearances not provided
E. Exposed plumbing underneath
F. No mirror provided

B. Lavatory2362Men's Toilet
Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.
Insulate or otherwise configure pipes to
prevent contact, for at least one lavatory.
Provide mirror above lavatory with
reflective surface at or below 40".

1 766

$766

157

$5000

-
52"

B. Toe or knee clearances not provided
G. Dispensers not within reach range

B. Lavatory2012Men's Toilet
Room by 201

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

Relocate soap dispenser to 42" max.
above the floor.

1 723
Labor

$723

158

$5000

25.6"
-

B. Toe or knee clearances not provided
G. Dispensers not within reach range

B. Lavatory252-012Men's Toilet
Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

Relocate paper towel dispenser to 42"
max. above the floor.

1 723
Labor

$723

159

$5000

26"
-

B. Toe or knee clearances not provided
G. Dispensers not within reach range

B. Lavatory252-022Women's
Accessible
Toilet Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

Relocate paper towel dispenser and hand
dryer to 42" max. above the floor.

1 723
Labor

$723

160

$5000
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Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

26"
-

B. Toe or knee clearances not provided
G. Dispensers not within reach range

B. Lavatory2592Clinic Toilet
Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

Relocate paper towel and soap dispensers
to 42" max. above the floor.

1 723
Labor

$723

161

$5000

25.4"
-

B. Toe or knee clearances not provided
G. Dispensers not within reach range

B. Lavatory266-022Gender Neutral
Toilet Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

Relocate paper towel dispenser to 42"
max. above the floor.

1 723
Labor

$723

162

$5000

26.1"
-

B. Toe or knee clearances not provided
G. Dispensers not within reach range

B. Lavatory324-083Men's Faculty /
Accessible
Toilet Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.

Relocate paper towel  dispenser to 42"
max. above the floor.

1 723
Labor

$723

163

$5000

26.5"
49"

B. Toe or knee clearances not provided
G. Dispensers not within reach range
H. Dispenser hardware not operable with closed fist

B. LavatoryL31Women's Toilet
Room

N/A Provide at least one lavatory with knee
and toe clearance positioned for a forward
approach.
Relocate dispenser to 42" max. above the
floor and provide hardware that can be
operable with one hand and not require
tight grasping, pinching, or twisting of the
wrist.

1 963
Labor

$963

164

$6000

35"
44"

45.7"

C. Lavatory rim or counter > 34"
F. Mirror above lavatory w/ reflective surface > 40"
G. Dispensers not within reach range

B. Lavatory2072Women's Toilet
Room by 207

N/A Relocate sink with the front of the rim or
counter no higher than 34".
Lower mirror so that the bottom surface is
at 40" above finish floor.
Relocate soap dispenser to 42" max.
above the floor.

1 Labor

$0

165

$4500
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

25.7"
47.4"

C. Lavatory rim or counter > 34"
G. Dispensers not within reach range

B. Lavatory3653Men's Toilet
Room near 365

N/A Relocate sink with the front of the rim or
counter no higher than 34".
Relocate paper towel dispenser to 42"
max. above the floor.

1 Labor

$0

166

$3000

-
-

E. Exposed plumbing underneath
F. Mirror above lavatory w/ reflective surface > 40"

B. LavatoryL1Girl's Locker
Room

N/A Insulate or otherwise configure pipes to
prevent contact, for at least one lavatory.
Lower mirror so that the bottom surface is
at 40" above finish floor.

1 43
Labor

$43

167

$2000

-
46"
51"

E. Exposed plumbing underneath
F. Mirror above lavatory w/ reflective surface > 40"
G. Dispensers not within reach range

B. LavatoryL1Girl's Locker
Room

N/A Insulate or otherwise configure pipes to
prevent contact, for at least one lavatory.
Lower mirror so that the bottom surface is
at 40" above finish floor.
Relocate soap dispenser to 42" max.
above the floor.

1 43
Labor

$43

168

$2000

-
41.3"
42.5"

E. Exposed plumbing underneath
F. Mirror above lavatory w/ reflective surface > 40"
G. Dispensers not within reach range

B. LavatoryL1Men's Toilet
Room by
Auditorium

N/A Insulate or otherwise configure pipes to
prevent contact, for at least one lavatory.
Lower mirror so that the bottom surface is
at 40" above finish floor.
Relocate dispenser to 42" max. above the
floor.

1 43
Labor

$43

169

$2000

-
45.6"

E. Exposed plumbing underneath
G. Dispensers not within reach range

B. LavatoryExt.Men's Toilet
Room by
Exterior Locker
Room

N/A Insulate or otherwise configure pipes to
prevent contact, for at least one lavatory.
Relocate soap dispenser to 42" max.
above the floor.

1 43
Labor

$43

170

$1500
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
46.7"

E. Exposed plumbing underneath
G. Dispensers not within reach range

B. LavatoryExt.Women's Toilet
Room by
Exterior Locker
Room

N/A Insulate or otherwise configure pipes to
prevent contact, for at least one lavatory.
Relocate soap dispenser to 42" max.
above the floor.

1 43
Labor

$43

171

$2000

-
46"

E. Exposed plumbing underneath
G. Dispensers not within reach range

B. Lavatory131L1Men's Toilet
Room by
Cafeteria

N/A Insulate or otherwise configure pipes to
prevent contact, for at least one lavatory.
Relocate dispenser to 42" max. above the
floor.

1 43
Labor

$43

172

$2000

C. Single User Toilet

15.9"
-

18.9"
-

A. Toilet seat < 17" or > 19" high
B. Inadequate maneuvering clearances
E. Centerline < or > 18" (MAAB)
K. Grab bars not provided

C. Single User
Toilet

C07,
C09,
C10

L1Dressing Room
Toilet Room

Single user For program access ensure one dressing
room toilet room is fully accessible.
The cost provided is the cost for 1 new
accessible single user toilet room with all
lavatory and toilet costs.
(See record 154 for additional issues).

1 11712

$11712

173

$17000

-
-

18.4"
-
-

B. Inadequate maneuvering clearances
C. Flush control not on open side
E. Centerline < or > 18" (MAAB)
K. Grab bars not provided
L. Visible alarm not provided in room

C. Single User
Toilet

C11L1Band Room
Toilet Room,
C13-01

Single user Provide a directional sign indicating the
location of the nearest accessible toilet or
bathing room.
When fire system is updated, ensure that a
visible fire alarm is installed in each room.

1 Labor
447

$447

174

$2000

19.5"
36.5"
37"

E. Centerline < or > 18" (MAAB)
G. Side grab bar < 33" or >36" high
J. Rear grab bar < 33" or > 36" high

C. Single User
Toilet

Ext.Single User
Toilet Room
across from
Exterior Locker
Rooms

Single user Relocate toilet so that the centerline is 18"
from the side wall.
Relocate grab bar to 33" - 36" above the
floor.

1 1813
Labor

$1813

175

$3500

Prepared by the Institute for Human Centered Design • www.IHCDesign.org • info@IHCDesign.org 3/24/2018Page 36

mzappala
Typewritten Text
2017 Institute of Human Centered Design ADA Study of Existing Andover High School

jdesantis
Typewritten Text
2017 Institute for Human Centered Design ADA Study of Existing Andover High School



    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

18.5"
-

71.5"
-

E. Centerline < or > 18" (MAAB)
L. Visible alarm not provided in room
Q. Clearance at toilet < 72" clear depth (MAAB)
R. Dispenser mounted above grab bar (MAAB)

C. Single User
Toilet

2592Clinic Toilet
Room

Single user The distance between the wall and the
toilet centerline is not compliant, but it is
usable.
When fire system is updated, ensure that a
visible fire alarm is installed in each room.
The clear depth at the toilet is not
compliant but it is usable. Ensure no
dispensers are mounted over the grab
bars.

1 322
Labor

$322

176

$3000

19.4"
-

71.1"
-

E. Centerline < or > 18" (MAAB)
L. Visible alarm not provided in room
Q. Clearance at toilet < 72" clear depth (MAAB)
R. Dispenser mounted above grab bar (MAAB)

C. Single User
Toilet

261-132Women's Toilet
Room

Single user Relocate toilet so that the centerline is 18"
from the side wall.
When fire system is updated, ensure that a
visible fire alarm is installed in each room.
The clear depth at the toilet is not
compliant but it is usable.
Ensure no dispensers are mounted over
the grab bars.

1 2135
Labor

$2135

177

$4000

18.5"
-
-

E. Centerline < or > 18" (MAAB)
L. Visible alarm not provided in room
R. Dispenser mounted above grab bar (MAAB)

C. Single User
Toilet

324-083Men's Faculty /
Accessible
Toilet Room

Single user The distance between the wall and the
toilet centerline is not compliant but it is
usable.
When fire system is updated, ensure that a
visible fire alarm is installed in each room.
Ensure no dispensers are mounted over
the grab bars.

1 322
Labor

$322

178

$3000

19"
-

E. Centerline < or > 18" (MAAB)
L. Visible alarm not provided in room
R. Dispenser mounted above grab bar (MAAB)

C. Single User
Toilet

3653Men's Toilet
Room near 365

Single user Centerline is not compliant but usable.
When fire system is updated, ensure that a
visible fire alarm is installed in each room.
Ensure no dispensers are mounted over
the grab bars.

1 322
Labor

$322

179

$3000

16.3"
58.4

-
66.7"

E. Centerline < or > 18" (MAAB)
O. Clearance at toilet < 60" clear width
R. Dispenser mounted above grab bar (MAAB)
S. Coat hook > 48"

C. Single User
Toilet

111-01L1Gender Neutral
Toilet Room

Single user Relocate toilet so that the centerline is 18"
from the side wall.
The width is not compliant but usable
Ensure no dispensers are mounted over
the grab bars.
Lower coat hook so that it is no higher
than 48".

1 1813
Labor

$1813

180

$4000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

18.8"
64.6"

-

E. Centerline < or > 18" (MAAB)
Q. Clearance at toilet < 72" clear depth (MAAB)
R. Dispenser mounted above grab bar (MAAB)

C. Single User
Toilet

252-022Women's
Accessible
Toilet Room

Single user The distance from the wall to the toilet
centerline is not compliant but it is usable.
Clear floor space does not comply with
MAAB but it is usable.
Ensure no dispensers are mounted over
the grab bars.

1 Labor

$0

181

$250

18.7"
-

E. Centerline < or > 18" (MAAB)
R. Dispenser mounted above grab bar (MAAB)

C. Single User
Toilet

252-012Men's Toilet
Room

Single user The distance from the wall to the toilet
centerline is not compliant but it is usable.
Ensure no dispensers are mounted over
the grab bars.

1 Labor

$0

182

$250

19.5"
-

E. Centerline < or > 18" (MAAB)
R. Dispenser mounted above grab bar (MAAB)

C. Single User
Toilet

266-022Gender Neutral
Toilet Room

Single user Relocate toilet so that the centerline is 18"
from the side wall.
Ensure no dispensers are mounted over
the grab bars.

1 1813
Labor

$1813

183

$4000

19"
-

E. Centerline < or > 18" (MAAB)
R. Dispenser mounted above grab bar (MAAB)

C. Single User
Toilet

346-013Gender Neutral
Toilet Room

Single user Toilet centerline is not compliant but is
usable.
Ensure no dispensers are mounted over
the grab bars.

1 Labor

$0

184

$250

19"
-

E. Centerline < or > 18" (MAAB)
R. Dispenser mounted above grab bar (MAAB)

C. Single User
Toilet

3563Women's Toilet
Room

Single user Toilet centerline is not compliant but is
usable.
Ensure no dispensers are mounted over
the grab bars.

1 Labor

$0

185

$250
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

67"S. Coat hook > 48"C. Single User
Toilet

252-012Men's Toilet
Room

Single user Lower coat hook so that it is no higher
than 48".

1 Labor

$0

186

$100

D. Urinal

-
-

A. Rim > 17" high
B. Clear floor space not provided at urinal

D. Urinal3043Men's Toilet
Room

Wall-hung Provide at least one urinal with the rim no
higher than 17" above the finish floor.
Remove step at one urinal min. (Cost for
this would require further study and is
beyond the scope of this project).

1 1562
Labor and cost
to remove step

$1562

187

$3000

24.8"
50.5"

A. Rim > 17" high
C. Flush controls too high or not properly located

D. Urinal2012Men's Toilet
Room by 201

Wall-hung Provide at least one urinal with the rim no
higher than 17" above the finish floor.
Mount flush valves at 44" max. above the
floor.

1 1739

$1739

188

$3000

24"
53"

A. Rim > 17" high
C. Flush controls too high or not properly located

D. UrinalExt.Men's Toilet
Room by
Exterior Locker
Room

Wall-hung Provide at least one urinal with the rim no
higher than 17" above the finish floor.
Mount flush valves at 44" max. above the
floor.

1 1739

$1739

189

$3200

E. Dispensers

51"
-

9"

B. Controls >42" high (MAAB)
E. Not operable with closed fist
F. Item acts as a protruding object in the path of travel

E. DispensersL1Girl's Locker
Room

Paper towel
dispenser

Relocate so the paper towel dispenser
control is 42" max. above the floor.
Provide a dispenser that can be operable
with one hand and not require tight
grasping, pinching, or twisting of the wrist.
Relocate paper towel dispenser

1 Cost depends
on

manufacturer
Labor

$0

190

$250
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

47"
-

9"

B. Controls >42" high (MAAB)
E. Not operable with closed fist
F. Item acts as a protruding object in the path of travel

E. DispensersL1Girl's Locker
Room

Other Relocate so the paper towel dispenser and
hand dryer are 42" max. above the floor.
Provide a paper towel dispenser that can
be operable with one hand and not require
tight grasping, pinching, or twisting of the
wrist.
Relocate dispensers to be out of the path
of travel.

1 Labor
Cost depends

on
manufacturer

$0

191

$250

47"
-

6"

B. Controls >42" high (MAAB)
E. Not operable with closed fist
F. Item acts as a protruding object in the path of travel

E. Dispensers111-01L1Gender Neutral
Toilet Room

Paper towel
dispenser

Relocate paper towel dispenser so the
operable part is 42" max. above the floor.
Provide a dispenser that can be operable
with one hand and not require tight
grasping, pinching, or twisting of the wrist.
Relocate hand dryer to be out of the path
of travel.

1 Labor
Cost depends

on
manufacturer

$0

192

$500

44"
7.5"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. DispensersL31Women's Toilet
Room

Other Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

193

$500

46"
9"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. DispensersL51Men's Toilet
Room

Paper towel
dispenser

Relocate so the paper towel dispenser
control is 42" max. above the floor.
Relocate paper towel dispenser to be out
of the path of travel.

1 Labor

$0

194

$250

49.5"
8"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers2012Men's Toilet
Room by 201

Hand dryer Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

195

$500
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

58"
8"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers2072Women's Toilet
Room by 207

Hand dryer Relocate so the hand dryer so the
operable part is 42" max. above the floor.
Relocate hand dryer out of the path of
travel.

1 Labor

$0

196

$500

45.8"
8"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers2362Men's Toilet
Room

Hand dryer Relocate so the operable part is 42" max.
above the floor.
Relocate object to be out of the path of
travel.

1 Labor

$0

197

$500

57.5"
9"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers2502Women's Toilet
Room

Hand Dryer Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

198

$500

47.8"
8"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers252-012Men's Toilet
Room

Hand dryer Relocate hand dryer so the operable part
is 42" max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

199

$500

46.9"
9.7"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers252-012Men's Toilet
Room

Paper towel
dispenser

Relocate so the paper towel dispenser is
42" max. above the floor.
Relocate paper towel dispenser to be out
of the path of travel.

1 Labor

$0

200

$250
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

47.5"
9"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers252-022Women's
Accessible
Toilet Room

Paper towel
dispenser

Relocate so the operable part is 42" max.
above the floor.
Relocate paper towel dispenser to be out
of the path of travel.

1 Labor

$0

201

$500

57.8"
8"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers3043Men's Toilet
Room

Other Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

202

$500

48.5"
9"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers324-083Men's Faculty /
Accessible
Toilet Room

Paper towel
dispenser

Relocate so the paper towel dispenser
control is 42" max. above the floor.
Relocate paper towel dispenser to be out
of the path of travel.

1 Labor

$0

203

$500

47.8"
8"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers346-013Gender Neutral
Toilet Room

Paper towel
dispenser

Relocate so the paper towel dispenser
control is 42" max. above the floor.
Relocate paper towel dispenser to be out
of the path of travel.

1 Labor

$0

204

$500

50"
9"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. DispensersExt.Men's Toilet
Room by
Exterior Locker
Room

Other Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

205

$500
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

50"
9"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. DispensersExt.Women's Toilet
Room by
Exterior Locker
Room

Other Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

206

$500

52.2"
8.3"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. DispensersL1Men's Toilet
Room by
Auditorium

Other Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

207

$500

54"
5.5"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. DispensersL1Women's Toilet
Room by
Auditorium

Other Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

208

$500

44"
9"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers111-01L1Gender Neutral
Toilet Room

Paper towel
dispenser

Relocate so the paper towel dispenser is
42" max. above the floor.
Relocate paper towel dispenser to be out
of the path of travel.

1 Labor

$0

209

$250

50"
6"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers111-01L1Gender Neutral
Toilet Room

Soap
Dispenser

Relocate so the soap dispenser is 42"
max. above the floor.
Relocate soap dispenser to be out of the
path of travel.

1 Labor

$0

210

$250
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

49"
7"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers131L1Men's Toilet
Room by
Cafeteria

Other Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

211

$500

-
9"

B. Controls >42" high (MAAB)
F. Item acts as a protruding object in the path of travel

E. Dispensers135L1Women's Toilet
Room by
Cafeteria

Paper towel
dispenser

Relocate so the hand dryer control is 42"
max. above the floor.
Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

212

$500

9"F. Item acts as a protruding object in the path of travelE. Dispensers2402Men's Toilet
Room

Hand dryer Relocate hand dryer out of the path of
travel.

1 Labor

$0

213

$500

9.5"F. Item acts as a protruding object in the path of travelE. Dispensers270-03
270-04

2Women's and
Men's Toilet
Rooms in
Library

Paper towel
dispenser

Relocate paper towel dispenser to be out
of the path of travel.

2 Labor

$0

214

$0

8"F. Item acts as a protruding object in the path of travelE. Dispensers3123Women's Toilet
Room

Other Relocate hand dryer to be out of the path
of travel.

1 Labor

$0

215

$500
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

9.5"F. Item acts as a protruding object in the path of travelE. Dispensers3563Women's Toilet
Room

Paper towel
dispenser

Relocate paper towel dispenser to be out
of the path of travel.

1 Labor

$0

216

$150

9"F. Item acts as a protruding object in the path of travelE. Dispensers104L1Women Toilet
Room by 104

Paper towel
dispenser

Relocate paper towel and soap dispenser
to be out of the path of travel.

1 Labor

$0

217

$250

5"F. Item acts as a protruding object in the path of travelE. Dispensers106L1Men's Toilet
Room by 106

Soap
Dispenser

Relocate paper towel and soap dispenser
to be out of the path of travel.

1 Labor

$0

218

$250

G. Toilet Compartment

-
-

20"
51.5"
58.1"

-

A. Door with incorrect swing
D. Door with malfunctioning self-closing hinge
F. Toilet  seat <17" or > 19" high
H. Side grab bar < 54" from back wall
S. Coat hook > 48"
U. Dispenser mounted above grab bar (MAAB)

G. Toilet
Compartment

131L1Men's Toilet
Room by
Cafeteria

Wheelchair
Accessible

Reverse swing at door and replace
keeper. Repair self-closing hinge.
Install a toilet with a seat height 17"-19"
above the floor. Provide a side wall grab
bar that is 42" long min. located 12" max.
from the rear wall. Lower coat hook so that
it is 48" max. Ensure that no dispensers
are mounted over the grab bar.

1 1008
Labor

$1008

219

$3000

-
-

55.8"

A. Door with incorrect swing
G. Grab bar not provided
R. Clearance at toilet < 72" clear depth (MAAB)

G. Toilet
Compartment

2502Women's Toilet
Room

Wheelchair
Accessible

Provide one grab bar on the side wall of
the water closet and one on the rear wall.
Provide a wheelchair accessible
compartment that is 60" wide and 72"
deep.

1 2958

$2958

220

$5000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-C. Door with non-compliant hardwareG. Toilet
Compartment

3173Women's Toilet
Room by 317

Wheelchair
Accessible

Provide hardware that can be operable
with one hand and not require tight
grasping, pinching, or twisting of the wrist.

1 24

$24

221

$500

-C. Door with non-compliant hardwareG. Toilet
Compartment

3323Men's Toilet
Room

Wheelchair
Accessible

Provide hardware that can be operable
with one hand and not require tight
grasping, pinching, or twisting of the wrist.

1 24

$24

222

$500

-
-

20"
-

64"
-

C. Door with non-compliant hardware
D. Door with malfunctioning self-closing hinge
F. Toilet  seat <17" or > 19" high
M. Flush control not on open side
S. Coat hook > 48"
U. Dispenser mounted above grab bar (MAAB)

G. Toilet
Compartment

L1Women's Toilet
Room by
Auditorium

Wheelchair
Accessible

Provide hardware that can be operable
with one hand and a closed fist.
Repair self-closing hinge. Install a toilet
with a seat height 17"-19" above the floor
and the flush control on the open side of
the toilet (transfer side), at max. 44".
Lower coat hook so that it is at or below
48". Ensure that no dispensers are
mounted over the grab bar.

1 780
Labor

$780

223

$4000

-
19.4"

-

D. Door with malfunctioning self-closing hinge
F. Toilet  seat <17" or > 19" high
U. Dispenser mounted above grab bar (MAAB)

G. Toilet
Compartment

L1Men's Toilet
Room by
Auditorium

Wheelchair
Accessible

Repair self-closing hinge.
Install a toilet with a seat height 17"-19"
above the floor
Ensure that no dispensers are mounted
over the grab bar.

1 Labor
579

$579

224

$3500

-
-

58.4"
56"

D. Door with malfunctioning self-closing hinge
G. Grab bar not provided
P. Clearance at toilet < 60" clear width
R. Clearance at toilet < 72" clear depth (MAAB)

G. Toilet
Compartment

3443Women's Toilet
Room

Wheelchair
Accessible

Repair self-closing hinge.
Provide one grab bar on the side wall of
the water closet and one on the rear wall.
Enlarge compartment to have a 72" clear
depth at the toilet.

1 Labor
2956

$2956

225

$4500
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
-
-

D. Door with malfunctioning self-closing hinge
G. Grab bar not provided
U. Dispenser mounted above grab bar (MAAB)

G. Toilet
Compartment

L1Boy's Locker
Room - Main,
Accessible
Compartment

Wheelchair
Accessible

Repair self-closing hinge.
Provide a grab bar on the rear wall.
Ensure that no dispensers are mounted
over the grab bar.

1 Labor
354

$354

226

$1500

-
70"

D. Door with malfunctioning self-closing hinge
R. Clearance at toilet < 72" clear depth (MAAB)

G. Toilet
Compartment

L51Men's Toilet
Room

Wheelchair
Accessible

Repair self-closing hinge.
The clear depth at the toilet is not
compliant but it is usable.

1 Labor

$0

227

$250

-
70.9"

-
18.5"

D. Door with malfunctioning self-closing hinge
R. Clearance at toilet < 72" clear depth (MAAB)
U. Dispenser mounted above grab bar (MAAB)
Z. Centerline < or > 18" (MAAB)

G. Toilet
Compartment

L31Women's Toilet
Room

Wheelchair
Accessible

Repair self-closing hinge.
The clear depth at the toilet is not
compliant but it is usable.
 Ensure that no dispensers are mounted
over the grab bar.
The distance between the wall and the
toilet centerline is not compliant, but it is
usable.

1 Labor

$0

228

$300

-
62.7"

-
18.9"

D. Door with malfunctioning self-closing hinge
S. Coat hook > 48"
U. Dispenser mounted above grab bar (MAAB)
Z. Centerline < or > 18" (MAAB)

G. Toilet
Compartment

3323Men's Toilet
Room

Wheelchair
Accessible

Repair self-closing hinge.
Lower coat hook so that it is no higher
than 48".
 Ensure that no dispensers are mounted
over the grab bar.
Centerline of toilet is not compliant, but
usable.

1 Labor

$0

229

$300

-
19.9"

D. Door with malfunctioning self-closing hinge
U. Dispenser mounted above grab bar (MAAB)

G. Toilet
Compartment

2182Women's Toilet
Room

Wheelchair
Accessible

Repair self-closing hinge.
Ensure that no dispensers are mounted
over the grab bar.

1 Labor

$0

230

$250
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
-

D. Door with malfunctioning self-closing hinge
U. Dispenser mounted above grab bar (MAAB)

G. Toilet
Compartment

2362Men's Toilet
Room

Wheelchair
Accessible

Repair self-closing hinge.
Ensure that no dispensers are mounted
over the grab bar.

1 Labor

$0

231

$300

58.1"
-

18.5"

S. Coat hook > 48"
U. Dispenser mounted above grab bar (MAAB)
Z. Centerline < or > 18" (MAAB)

G. Toilet
Compartment

135L1Women's Toilet
Room by
Cafeteria

Wheelchair
Accessible

Lower coat hook so that it is no higher
than 48".
Ensure that no dispensers are mounted
over the grab bar.
The distance between the wall and the
toilet is not compliant but it is usable.

1 Labor

$0

232

$400

-
19.4"

U. Dispenser mounted above grab bar (MAAB)
Z. Centerline < or > 18" (MAAB)

G. Toilet
Compartment

3173Women's Toilet
Room by 317

Wheelchair
Accessible

Ensure that no dispensers are mounted
over the grab bar.
Relocate toilet so that the centerline is 18"
from the side wall.

1 Labor
1813

$1813

233

$4500

18.7"Z. Centerline < or > 18" (MAAB)G. Toilet
Compartment

L1Girl's Locker
Room
Accessible
Compartment

Wheelchair
Accessible

The distance between the wall and the
toilet centerline is not compliant but it is
usable.

1 Labor

$0

234

$0

H. Shower Compartment

36.8"
-

F. Side wall grab bar not 33" -36" high
O. Shower spray hose < 59" long

H. Shower
Compartment

L1Girl's Locker
Room Shower

Alternate
Type

Locate grab bars between 33" - 36" above
the finish floor.
Provide a spray unit with a hose 59" long
min.

1 300
Labor

$300

235

$1000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

37"
-

20.4"

F. Side wall grab bar not 33" -36" high
O. Shower spray hose < 59" long
R. Seat is not between 17"-19" high

H. Shower
Compartment

L1Boy's Locker
Room - Main,
Accessible
Shower

Alternate
Type

Locate grab bars between 33" - 36" above
the finish floor.
Provide a spray unit with a hose 59" long
min.
Mount seat between 17"-19" above the
finish floor.

1 300
Labor

$300

236

$1000

K. Baby Changing Table

-
37"
54"

B. Changing table surface >34" high
C. Changing table pull control > 48" high (forward reach)
A. 30" x 48" clear floor space not provided

K. Baby
Changing
Table

L1Women's Toilet
Room by
Auditorium

N/A Provide a 30" x 48" clear floor space
positioned for a forward approach.
Ensure that the surface is located between
28" - 34" above the floor with knee and toe
clearance positioned for a forward
approach. Lower the baby changing table
so that the table pull control is located no
higher than 48" above the finish floor.

1 Labor

$0

237

$500

37.6"
53.4"

-

B. Changing table surface >34" high
C. Changing table pull control > 48" high (forward reach)
D. Control not operable with a closed fist

K. Baby
Changing
Table

L1Men's Toilet
Room by
Auditorium

N/A Ensure that the surface is located between
28" - 34" above the floor with knee and toe
clearance positioned for a forward
approach. Lower the baby changing table
so that the table pull control is located no
higher than 48". Provide a baby changing
table with a control that can be operable
with one hand and not require tight
grasping, pinching, or twisting of the wrist.

1 Labor
206

$206

238

$500

Priority 4 - Additional Access

A. Drinking Fountain

38.5"
43.6"

D. Spout > 36" height  (wheelchair)
E. Spout  < 38" or > 43" (standing)

A. Drinking
Fountain

L31Outside
Women's Toilet
Room L3

Hi-lo Lower drinking fountain so that drinking
fountain spout for seated users is no
higher than 36" and so that the spout for
standing users is no higher than 43" above
finish floor.

1 972

$972

239

$3000

26.2"Y. Seated drinking fountain lacks knee/toe clearanceA. Drinking
Fountain

1Gymnasium by
Exit 10

Hi-lo Ensure that drinking fountain for seated
users has a 27" high clear space minimum
underneath for knee clearance along with
adequate toe clearance. Remove step.

1 972
Labor

$972

240

$3000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

B. Sink

23.3"B. Toe and Knee Clearances not providedB. Sink113L1Classroom Classroom/
Lab

Provide at least one sink with knee and toe
clearance positioned for a forward
approach.

1 723

$723

241

$3500

-B. Toe and Knee Clearances not providedB. Sink117L1Art Classroom Classroom/
Lab

Provide at least one sink with knee and toe
clearance positioned for a forward
approach.

1 723

$723

242

$3500

-B. Toe and Knee Clearances not providedB. Sink138L1Classroom Classroom/
Lab

Provide at least one sink with knee and toe
clearance positioned for a forward
approach.

1 723

$723

243

$3500

-
36"

-

B. Toe and Knee Clearances not provided
C. Rim or counter > 34"
D. Non-compliant faucets

B. Sink3333Chemistry
Classroom

Classroom/
Lab

Provide at least one sink with knee and toe
clearance positioned for a forward
approach.
Relocate sink with the front of the rim or
counter no higher than 34".
Install faucets that do not require tight
grasping, pinching, or twisting of the wrist.

1 1203
Labor

$1203

244

$5000

36.4"
-
-
-

57.4"

B. Toe and Knee Clearances not provided
C. Rim or counter > 34"
D. Non-compliant faucets
E. Exposed plumbing underneath sink
G. Dispenser not within reach range

B. SinkC13L1Band Room Classroom/
Lab

Provide at least one sink with knee and toe
clearance positioned for a forward
approach. Relocate sink with the front of
the rim or counter no higher than 34".
Install faucets that do not require tight
grasping, pinching, or twisting of the wrist.
Insulate or otherwise configure pipes for at
least one sink. Reinstall dispenser within
the reach range.

1 1246
Labor

$1246

245

$6000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-
36.1"

-
49"

B. Toe and Knee Clearances not provided
C. Rim or counter > 34"
E. Exposed plumbing underneath sink
G. Dispenser not within reach range

B. Sink375-023Classroom Classroom/
Lab

Provide at least one sink with knee and toe
clearance positioned for a forward
approach.
Relocate sink with the front of the rim or
counter no higher than 34".
Insulate or otherwise configure pipes for at
least one sink.
Reinstall dispenser within the reach range.

1 766
Labor

$766

246

$5000

-
36"
55"

B. Toe and Knee Clearances not provided
C. Rim or counter > 34"
G. Dispenser not within reach range

B. Sink116L1Art Classroom Classroom/
Lab

Provide at least one sink with knee and toe
clearance positioned for a forward
approach.
Relocate sink with the front of the rim or
counter no higher than 34".
Reinstall soap dispenser within the reach
range.

1 723
Labor

$723

247

$5000

-
-

B. Toe and Knee Clearances not provided
G. Dispenser not within reach range

B. Sink375-01
373

3Cooking
Classrooms

Classroom/
Lab

Ensure that one cooking classroom is
made compliant - our recommendations
are for 373. Provide at least one sink with
knee and toe clearance positioned for a
forward approach.
Reinstall dispenser within the reach range.

1 723
Labor

$723

248

$5000

23.5"
35"

-

B. Toe and Knee Clearances not provided
G. Dispenser not within reach range
C. Rim or counter > 34"

B. Sink119L1Graphic Design
Classroom

Classroom/
Lab

Provide at least one sink with knee and toe
clearance positioned for a forward
approach.
Relocate sink with the front of the rim or
counter no higher than 34".
Reinstall dispenser within the reach range.

1 723
Labor

$723

249

$5000

-E. Exposed plumbing underneath sinkB. Sink102-05L1Athletic Trainer
Room

Classroom/
Lab

Insulate or otherwise configure pipes for at
least one sink.

1 43

$43

250

$1000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

C. Kitchens & Kitchenettes

-
-

P.  Operable parts not operable with closed fist
Q. Controls at range/cooktop not at front

C. Kitchens &
Kitchenettes

373
375-01

3Cooking
Classroom

Other Ensure that one cooking classroom is
made compliant - our recommendations
are for 373. Provide a cooktop with
controls that are operable with one hand
and do not require tight grasping, pinching,
or twisting of the wrist.Provide a cooktop
with controls that do not require reaching
across burners.

1 Cost depends
on appliance

539

$539

251

$2500

Priority 5 - Sport/Athletic Programs

A. Announcement Booth

11"A. Booth not connected to an accessible route
L. Visible alarm not provided in room

A. Announcement
Booth

Ext.West Baseball
Field Press Box

Other Locate Announcement Booth on an
accessible route. Cost based on a
pressure-treated straight wood ramp.
When fire system is updated, ensure that a
visible fire alarm is installed in each room.

1 Labor
2716

$2716

252

$5000

L. Visible alarm not provided in roomA. Announcement
Booth

ExtFootball - East
Bleachers
Announcement
Booth

Other When fire system is updated, ensure that a
visible fire alarm is installed in each room.

1 322

$322

253

$1000

L. Visible alarm not provided in roomA. Announcement
Booth

Ext.Football - West
Bleachers
Announcement
Booth

Other When fire system is updated, ensure that a
visible fire alarm is installed in each room.

1 322

$322

254

$1000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

B. Bleachers & Seating

-
-

F. Lines of sight not provided (if over 300)
M. Seats not connected by accessible route

B. Bleachers &
Seating

Ext.Football - East
and West
Bleachers

Outdoor Wheelchair spaces must be dispersed and
have viewing angles that are substantially
equivalent to or better than what is
provided to other spectators.
Provide an accessible route to the seating
area.
Solutions could include temporary ramps.

2 Cost is beyond
the scope of
this project.

$0

255

$25000

-I. Seating spaces < 36" x 60" (side entry) (MAAB)
M. Seats not connected by accessible route

B. Bleachers &
Seating

Ext.West Baseball
Field Bleachers

Outdoor Provide a 36" by 60" clear floor space.
Provide an accessible route to the seating
area. (Cost based on a 43' long asphalt
route).

1 624

$624

256

$5000

D. Field

-
-

A. No accessible spaces provided at team seating
C. Field not connected to an accessible route

D. FieldExt.Softball Field
South of School

Softball Provide a 36" x 60" clear floor space at
each team seating area with a slope of no
greater than 1:50 (2.00%). $88 for asphalt
Provide an accessible route to the field
and each team seating area.
(Cost based on a 125' asphalt route.)

1 1713

$1713

257

$5000

-C. Field not connected to an accessible routeD. FieldExt.East Baseball
Field Route to
Street

Baseball Provide an accessible route from the street
to both team's seating areas. (Cost based
on a 132' long asphalt route).

1 1716

$1716

258

$5000

-C. Field not connected to an accessible routeD. FieldExt.Long Jump Other Provide an accessible route from the street
to the nearest starting point for the long
jump course. (Cost based on a 107' long
asphalt route).

1 1391

$1391

259

$5000
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

-C. Field not connected to an accessible routeD. FieldExt.Soccer Field by
East Baseball
Field

Soccer Provide an accessible route from the street
to the soccer field. (Cost based on a 94'
long asphalt route).

1 1222

$1222

260

$5000

-E. Practice areas not on an accessible routeD. FieldExt.Batting Cage
Southeast of
School

Other Ensure practice areas are on an
accessible route. (Cost based on a 6' long
asphalt route).

1  78

$78

261

$5000

-E. Practice areas not on an accessible routeD. FieldExt.Practice
Equipment by
Football Field
and Track

Other Provide an accessible route from the street
to both team's seating at the practice
areas. (Cost based on a 210' long asphalt
route).

1 2730

$2730

262

$6000

Y                 Universal Design

 -

 -Throughout
Building

 - Consider implementing a strategy to
enhance wayfinding in this complex
building using color, lighting and signage.

1

$0

263

$10000

Z                 Best Practice
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    *IHCD Cost Estimate Notes:
      - Cost of design is not included                                  - Does not include costs when note indicates future work
      - Labor cannot be estimated for all remedies           - There is no cost noted when it’s presumed to be a maintenance issue
      - Cost is based on a national average                         - Cost is not based on prevailing wage

Floor RoomLocation Element Type Photo Issues Current
Measure Recommendations Quantity Price IHCD Cost

EstimationID

Andover High School
Town of Andover

Town of Andover
Cost Estimation

 -

- -1Route to
Richard J.
Collins Field
House

 - For best practice consider providing
directional signage to the nearest
accessible route to the Richard J. Collins
Field House.

1

$0

264

$250

-219,
225,
229,
233,
235

2Classrooms and
Labs

Consider providing one fully accessible lab
by grade level based on program. This
should include an accessible work surface,
sink, fume hood, emergency shower and
eye wash.

1

$0

265

$7500
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